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Plum Creek Academy 
 

• 3 drinking water fixtures tested 
• All results less than 15 ppb - no further action needed 

 

Site Sample ID Initial Result 
(ppb) 1st Collection Date 

Plum Creek Academy HR110 Kitchen 5th Sink 1.6 2/24/2018 
Plum Creek Academy HR112 Rm 134 Sink 1.1 2/24/2018 
Plum Creek Academy HR111 Upper Fountain Next to 110 0.6 2/24/2018 

 


